











COUNTY PROJECT NUMBER SHEET NO. TOTAL SHEETS

GWINNETT F-0609, TEE-008-00 (148) 61 141
JgNCTIQN Box” SHALL BE QUAZITE COMPOSOLITE FIXTURE TABLE
gAT; gCO)éOLBBA:)BEExﬁ:I BOX Pole No.|Station NoJ Offset | (R)or(L) SERVICE Fixture Type
CAT# PCOBOBHH41 HD BOLTED COVER it plUoRde g o8 RT A 2
ALL SPLICES MUST BE WATERPROOF. S2B 1 20+4.64 | SI2l' | LT A B
S3-B_ | 20+32.02 | 66.22' RT A B ITEM NO. ITEM DESCRIPTION UNITS ~ QUANTITY |
FINISHED GRADE \\ S4-B | 21+4.34 | 66.25' RT A B 500-3101 CLASS A CONCRETE CcYy 40
S5-B_ | 21+39.40 | 48.30' LT A B 511-1000 BAR REINF STEEL LB 7,200
S6-B_ | 21+67.34 | 66.17' RT A B 681-4120 LIGHTING STD, 12 FT MH, POST TOP EA 52
S7-B_[22+39.51 | 4835 LT A B 681-4210 LIGHTING STD, 20 FT MH, POST TOP EA 10
S8-B | 22+76.47 | 65.89 RT A B 681-6900 LUMINAIRE, TYPE 'A' EA 10
S9-B_ | 23+75.26 | 6545 RT A B 681-6910 LUMINAIRE, TYPE 'B' EA 52
TYPICAL CONDUIT S10-B | 23+82.37 | 48.48 LT A B 682-6120 CONDUIT, RIGID, 2 IN LF 60
S11-B_| 24+86.55 | 64.89' RT A B 682-6108 CONDUIT, RIGID, 3/4 IN LF | 60
— S12-B | 25+18.28 | 51.38' LT A B 682-6208 CONDUIT, NONMETL, TP 2, 3/4 IN LF | 60
9" OF #57 S13-B | 25+83.57 | 75.29' RT A B 682-6222 CONDUIT, NONMETL, TP 2,2 IN LF | 6,420
STONE BELOW S14-B | 26+18.10 | 57.23' LT A B 682-9010 SVC POLE RISER EA | 3
BOTTOM OF BOX S15-A | 26+87.13 | 74.53' RT A A 682-9012 GROUND ROD, 10" X 3/4" COPPER CLAD EA 68
| S16-B | 32+68.94 | 69.36' LT B B 682-9021 ELECTRICAL JUNCTION BOX, CONC GROUND MOUNTED EA 62
S17-A | 32+70.79 | 65.51' RT c A 682-1408 CABLE, TP XHHW,AWG NO 2 LF 8,910
SI8-B | 32+96.05 | 64.99' RT C B 682-1407 CABLE, TP XHHW,AWG NO 4 LF 8,460
S19-B | 33+66.51 | 69.07' LT B B 682-1406 CABLE, TP XHHW, AWG NO 6 LF 5,980
S20-B | 33+68.13 | 64.15' RT C B 682-1405 CABLE, TP XHHW, AWG NO 8 LF 1,200
S21-B | 34+84.80 | 65.17 LT B B 682-1404_CABLE, TP XHHW, AWG NO 10 LF 60
S22-B | 35+60.26 | 62.44' LT B B
S23-B_| 35+95.00 | 59.30' RT C B
IN GROUND JUNCTION BOX S24-B | 36+54.43 | 59.35' LT B B
S25-B_| 36+68.93 | 58.94' RT C B
- $26-B | 37+66.67 | 59.61' LT B B
mINSTALLATION DETAIL S27-A | 37+82.99 | 5962 | LT B A
S28-B | 38+1.17 | 57.77 RT C B
@ SCALE: NTS S29-A | 39+046 | 5001' | RT C A
$30-B_| 39+62.90 | 49.91' LT B B
S31-B_| 39+98.38 | 60.81" RT C B
S32-B_| 40+54.89 | 53.57' LT B B
S33-B | 40+69.21 | 69.15' RT C B
S34-B | 41+53.63 | 56.17 LT B B
$35-B | 41+56.15 | 81.14' RT C B
S36-A | 42+11.17 | 5045’ LT B A
$37-A | 43+33.04 | 60.31" RT C A
S38-B | 43+42.85 | 47.60' LT B B
S39-B | 43+67.23 | 67.17' RT C B
S40-B_| 44+48.04 | 50.08' LT B B
S41-B_| 44+63.84 | 57.16' RT C B
S42-B | 45+42.24 | 50.24' LT B B
S43-B_| 45+89.36 | 57.42' RT C B ,
S44-B_| 46+37.31 | 50.00' LT B B FIXTURE NUMBER”& \ g’;g’)ON NUMBER
S45-B | 47+38.85 | 57.30 RT C B FIXTURE DESIGNATION
S46-B_| 47+86.87 | 50.17 LT B B (TYP)
S47-B | 48+47.69 | 58.67' RT C B @ STA 312+10
S48-B | 48+76.47 | 50.20' LT B B 101 FT RT
S49-A | 48+94.64 | 50.19' LT B A «
S50-B_| 50+18.69' | 50.36' LT B B ——J////
S51-A | 50+40.37 | 57.60' RT C A
$52-B | 50+68.31 | 57.62' RT C B OFFSET
S53-B_| 50+96.82 | 51.97' LT B B (TYP)
S54-B | 51+87.69 | 53.76' LT B B
S55-B | 52+2.81 | 57.67 RT C B , g A ,
57 T T T 2 \TYPICAL LIGHT POLE IDENTIFICATION
S57-B_| 53+48.11 | 57.59' RT C B ~
SS8-B_| 54+32.45 | 5846 | LT B B w SCALE: NTS
S59-B | 54+59.61 | 67.49' RT C B
S60-B | 55+63.25 | 58.28' LT B B
S61-B | 56+10.42 | 67.44' RT C B
S62-A | 56+86.87 | 94.41' RT C A
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